
EXTERIOR INSULATION ZONE
WITH BICEP FACADE SYSTEM [1]

(SEE SEPERATE DETAILS)

PROLASTIK SEALANT [6]
AND FOAM BACKING
ROD

ULTRAFIX SHORT /
LONG Z-ANGLE [5]

ULTRABOND FR PANEL

TEK SCREW

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STRUCTURE AND
STRUCTURAL FIXINGS
TO OTHER'S DETAIL

IROCK NON-COMBUSTIBLE
INSULATION [2]

INSULATED INSTALL DETAILS
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

SYSTEM COMPONENTS

Blue Chip Group Pty Ltd – Copyright © 2022 Blue Chip Group Pty Ltd. All Rights Reserved.
Phone 1300 945 123   Email sales@bluechipgroup.net.au   Disclaimer www.bluechipgroup.net.au/legal

ULTRAPERM
MEMBRANE [3]

BICEP FACADE
SYSTEM [1]

ULTRAFIX
Z-ANGLES [5]



12mm
TYP. PROLASTIK SEALANT [6] AND

FOAM BACKING RODULTRABOND FR PANEL

FACTORY PANEL RIVET

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE
IROCK INSULATION [2] (SEE SEPERATE DETAILS)

ULTRAFIX SHORT / LONG Z-ANGLE [5]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STRUCTURE AND
STRUCTURAL FIXINGS

TO OTHER'S DETAIL

TEK SCREW
STUDTEK TOPHAT [4]

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.01 - TYPICAL FIXING DETAIL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



ULTRABOND FR PANEL

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

FLASHING TO OTHER'S DETAIL

TEK SCREW

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

FLASHING TO OTHER'S DETAIL

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE
IROCK INSULATION [2] (SEE SEPERATE DETAILS)

30 x 20 ANGLE

FACTORY PANEL RIVET

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.02 - BASE DETAIL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



12mm
TYP.

ULTRAFIX SHORT / LONG Z-ANGLE [5]

ULTRABOND FR PANEL

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

WALL STRUCTURE TO
OTHER'S DETAIL

TEK SCREW

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

FACTORY PANEL RIVET

STUDTEK TOPHAT [4]

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.03 - WALL ABUTMENT (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



12
mm TY
P.

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

TEK SCREW DRIP GROOVE

PROLASTIK SEALANT [6] AND
FOAM BACKING ROD

ULTRABOND FR PANEL

FACTORY PANEL RIVET

ULTRAFIX SHORT / LONG Z-ANGLE [5]

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER
AS 4200.2

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.04 - HEAD AT SLAB JUNCTION (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)

Blue Chip Group Pty Ltd – Copyright © 2022 Blue Chip Group Pty Ltd. All Rights Reserved.
Phone 1300 945 123   Email sales@bluechipgroup.net.au   Disclaimer www.bluechipgroup.net.au/legal

SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



WINDOW HEAD TO OTHER'S DETAIL

ULTRABOND FR PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

TEK SCREW

PROLASTIK SEALANT [6] AND FOAM BACKING ROD

EXTERIOR INSULATION ZONE WITH BICEP FACADE
SYSTEM [1] AND NON-COMBUSTIBLE IROCK
INSULATION [2] (SEE SEPERATE DETAILS)

STEEL STRUCTURE
TO OTHER'S DETAIL

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

FACTORY PANEL RIVET

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.05 - WINDOW HEAD (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

STEEL STRUCTURE TO OTHER'S DETAIL

WINDOW JAMB TO
OTHER'S DETAIL

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

ULTRAFIX SHORT / LONG
Z-ANGLE [5]

ULTRABOND FR PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.06 - WINDOW JAMB (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



ULTRAFIX SHORT / LONG Z-ANGLE [5]

ULTRABOND FR PANEL

EXTERIOR INSULATION ZONE WITH BICEP FACADE
SYSTEM [1] AND NON-COMBUSTIBLE IROCK

INSULATION [2] (SEE SEPERATE DETAILS)

WINDOW SILL TO OTHER'S DETAIL

SEAL AT JOINT

STEEL STRUCTURE TO OTHER'S DETAIL

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.07 - WINDOW SILL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



ULTRABOND FR PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

PROLASTIK SEALANT [6] AND FOAM BACKING ROD

EXTERIOR INSULATION ZONE WITH BICEP FACADE
SYSTEM [1] AND NON-COMBUSTIBLE IROCK
INSULATION [2] (SEE SEPERATE DETAILS)

STEEL STRUCTURE
TO OTHER'S DETAIL

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

WINDOW HEAD TO OTHER'S DETAIL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

WEEP HOLE FOR DRAINAGE

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.08 - INSET WINDOW HEAD DETAIL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

STEEL STRUCTURE TO OTHER'S DETAIL

ULTRABOND FR PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

WINDOW JAMB TO OTHER'S DETAIL

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.09 - INSET WINDOW JAMB (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



40
-5

0m
m

ULTRAFIX SHORT / LONG Z-ANGLE [5]

ULTRABOND FR PANEL

EXTERIOR INSULATION ZONE WITH BICEP FACADE
SYSTEM [1] AND NON-COMBUSTIBLE IROCK

INSULATION [2] (SEE SEPERATE DETAILS)

WINDOW SILL TO OTHER'S DETAIL

STEEL STRUCTURE TO OTHER'S DETAIL

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

ULTRAFIX SHORT / LONG Z-ANGLE [5]

MINIMUM 5º FALL

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.10 - INSET WINDOW SILL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



TEK SCREW

ANGLE AS REQUIRED

ULTRAFIX SHORT / LONG Z-ANGLE [5]
ULTRABOND FR PANEL

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE
IROCK INSULATION [2] (SEE SEPERATE DETAILS)

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.11 - INTERNAL CORNER (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

ULTRABOND FR PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

TEK SCREW

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

ULTRAFIX SHORT / LONG Z-ANGLE [5]

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.12 - EXTERNAL CORNER (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



FACTORY PANEL RIVET

PROLASTIK SEALANT [6] AND FOAM
BACKING ROD

ULTRAFIX SHORT / LONG Z-ANGLE [5]

ULTRABOND FR PANEL

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

TEK SCREW

STUDTEK TOPHAT [4]

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

WEEP HOLE FOR DRAINAGE

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.13 - SOFFIT JUNCTION (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



12
mm TY
P.

ULTRAFIX SHORT / LONG Z-ANGLE [5]

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE
IROCK INSULATION [2] (SEE SEPERATE DETAILS)FIXING

ANGLE

PROLASTIK
SEALANT [6]

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

LINING BY
OTHERS

TEK SCREW

TEK SCREW

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

ULTRABOND FR PANEL

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.14 - PARAPET CAPPING  (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



12
mm TY
P.

ULTRABOND FR PANEL

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

ULTRAFIX LONG Z-ANGLE
WITH FACTORY PANEL RIVET

PROLASTIK SEALANT [6]
AND FOAM BACKING ROD

TEK SCREW

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

STUDTEK TOPHAT [4]

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.15 - CLOSE-OUT DETAIL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



PROLASTIK SEALANT [6]
AS REQUIRED FOR
WEATHER PROOFING

ULTRABOND FR PANEL

ULTRAFIX SHORT /
LONG Z-ANGLE [5]

TAPE WEATHER BARRIER TO
PENETRATION ALL ROUND

EXTERIOR INSULATION ZONE WITH BICEP
FACADE SYSTEM [1] AND NON-COMBUSTIBLE

IROCK INSULATION [2] (SEE SEPERATE DETAILS)

STRUCTURE AND STRUCTURAL
FIXINGS TO OTHER'S DETAIL

LINE OF SUB-FRAME BEHIND

STUDTEK TOPHAT [4]

PACKER AS REQUIRED TO
SUPPORT BACK SIDE OF PANEL
AROUND PENETRATION

ULTRAPERM VAPOUR PERMEABLE
MEMBRANE [3] INSTALLED AS PER AS 4200.2

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.16 - TYPICAL PENETRATION DETAIL (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]



20
mm

ULTRABOND FR PANEL 25mm RETURN

ULTRAFIX SHORT / LONG Z-ANGLE [5]

50 x 50 x 19mm ALUMINIUM ANGLE

ULTRAFIX 40 x 20 x 3mm STIFFENER
BONDED TO BACK OF PANEL

SELF TAPING 12G SCREW

SELF TAPING 12G SCREW

ULTRAFIX 40 x 20 x 3mm STIFFENER
BONDED TO BACK OF PANEL

ULTRAFIX SHORT / LONG Z-ANGLE [5]

SELF TAPING 12G SCREW

ULTRABOND FR PANEL

50 x 50 x 19mm ALUMINIUM ANGLE

TWO CONTINUOUS STRIPS OF
12mm TESA 7044 TAPE

VIEW FROM BACK OF PANEL

SIDE SECTION VIEW

BACK OF ULTRACORE IQ
PANEL SHOWN HATCHED

BACK OF ULTRACORE IQ
PANEL SHOWN HATCHED

BICEP FACADE
SYSTEM [1]

IROCK
INSULATION [2]

STUDTEK
TOPHAT [4]

PROLASTIK
SEALANT [6]

D.17 - STIFFERER CONNECTION TO EDGE RETURN (SCALE 1:2)
ULTRABOND FR Fire Resistant ACP - Insulated System (V1124)
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SYSTEM COMPONENTS
ULTRAPERM
MEMBRANE [3]

ULTRAFIX
Z-ANGLES [5]
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